
MARK
ACB

ACB-O101A&B

ACB-O102A - C

ACB-O103

ACB-O104A&B

ACB-O105

ACB-O106

ACB-O107

ACB-O108A&B

ACB-O109

ACB-O110

ACB-O111A - C

ACB-O112

ACB-O113

ACB-O120

ACB-O121

ACB-O122A&B

ACB-O123

ACB-O124

ACB-O125

ACB-O126

ACB-O127A&B

ACB-O128

ACB-O129

ACB-O130A - D

ACB-O140A - C

ACB-O150

ACB-O151

ACB-O152A - B

ACB-O153

ACB-O154

ACB-O155

ACB-O156

ACB-O157A - B

ACB-O158A - C

ACB-O159A - D

ACB-0160

ACB-0161

ACB-0162

ACB-O163

ACB-O164A&B

ACB-O165

ACB-O166

ACB-O167

ACB-O168

ACB-O169A

ACB-O170A -H

ACB-171

ACB-172A&B

ACB-173

ACB-174

ACB-L023 A - D

ACB-L021 A -D

ACB-L019 A - D

ROOM NAME

ADMINISTRATION

DIRECTORS OFFICE

CONFERENCE

CONFERENCE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OPEN OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

BREAKROOM

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

CONFERENCE

OPEN OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OPEN OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

SG008

SG002

SG006-007

ROOM NUMBER

0101

0102

0103

0104

0105

0106

0107

0108

0109

0110

0111

0112

0113

0120

0121

0122

0123

0124

0125

0126

0127

0128

0129

0130

0140

0150

0151

0152

0153

0154

0155

0156

0157

0158

0159

0160

0161

0162

0163

0164

0165

0166

0167

0168

0169

0170

171E

172E

173E

174E

L023

L021

L019

DIMENSIONS
QTY
OF

CHILLED

BEAMS

2

3

1

2

1

1

1

2

1

1

3

1

1

1

1

2

1

1

1

1

2

1

1

4

3

1

1

2

1

1

1

1

2

3

4

1

1

1

1

2

1

1

1

1

1

8

1

2

1

1

4

4

4

UNIT
LENGTH

(FT)

4

6

4

4

6

6

6

4

2

2

6

6

6

4

4

4

6

6

6

6

4

4

4

6

6

4

4

4

6

6

6

6

6

4

6

6

6

2

2

4

6

6

6

6

6

6

6

6

6

6

6

6

6

UNIT
WIDTH

(IN.)

4-9/16"

4-9/16''

24

24

4-9/16''

4-9/16''

4-9/16''

4-9/16"

4-9/16"

4-9/16"

24

4-9/16''

4-9/16''

4-9/16"

4-9/16"

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16"

4-9/16"

4-9/16"

24

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

24

4-9/16''

4-9/16''

4-9/16''

4-9/16''

24

4-9/16''

4-9/16''

4-9/16''

4-9/16''

4-9/16''

24

4-9/16''

4-9/16''

4-9/16''

4-9/16''

24

24

24

2 OR 4
PIPE

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

4

PRIMARY AIR PER BEAM
PRIMARY

AIR
FLOW

(CFM)

60

45

90

90

55

55

55

55

50

50

60

50

50

50

50

55

55

55

55

50

50

50

50

45

75

90

50

55

55

70

55

55

50

90

80

50

50

50

50

55

55

55

55

55

55

70

55

35

55

55

100

100

100

TOTAL
AIR

FLOW

(CFM)

120

135

90

180

55

55

55

110

50

50

180

50

50

50

50

110

55

55

55

50

100

50

50

180

225

90

50

110

55

70

55

55

100

270

320

50

50

50

50

110

55

55

55

55

55

560

55

70

55

55

400

400

400

AIR
INLET
SIZE

(IN.)

6

6

8

8

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

6

AIR
INLET

LOCATION

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

FRONT

EAT
COOLING/
HEATING

(DEGF)

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

55/55

THROW
PATTERN

1-WAY

1-WAY

2-WAY

2-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

sa

2-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

2-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

2-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

1-WAY

MAX
NC

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

MAX
APD

(IN.)

0.4

0.5

0.3

0.3

0.6

0.6

0.6

0.7

0.7

0.7

0.6

0.4

0.4

0.4

0.5

0.6

0.6

0.6

0.6

0.7

0.7

0.4

0.4

0.3

0.3

0.3

0.1

0.6

0.6

0.6

0.6

0.6

0.6

0.3

0.4

0.4

0.4

0.6

0.6

0.7

0.6

0.6

0.6

0.6

0.3

0.2

0.6

0.6

0.7

0.6

0.3

0.3

0.3

COOLING COIL PER BEAM
NO. OF
COIL

CKTS/

BEAM

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

COIL
LENGTH

(FT)

3.5

5.5

3.5

3.5

3.5

3.5

3.5

3.5

1.5

1.5

5.5

3.5

3.5

1.5

1.5

3.5

3.5

3.5

3.5

3.5

5.5

1.5

1.5

5.5

3.5

3.5

3.5

5.5

5.5

5.5

5.5

5.5

5.5

3.5

3.5

5.5

5.5

3.5

3.5

5.5

5.5

5.5

5.5

5.5

5.5

3.5

3.5

3.5

5.5

3.5

5.5

5.5

5.5

TOTAL
CAPACITY

(BTUH)

4,080

4,224

5,366

5,366

5,050

5,050

5,050

4,737

3,119

3,119

4,688

4,446

4,446

3,119

3,119

4,512

5,050

5,050

5,050

4,852

4,737

3,119

3,119

4,868

5,020

5,366

3,302

4,512

5,050

5,050

5,050

5,050

4,687

5,366

5,959

4,446

4,446

3,119

3,119

4,512

5,050

5,050

5,050

5,050

3,309

5,277

5,050

5,789

5,050

5,789

5,366

5,366

5,366

EWT

(DEGF)

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

58

WATER
FLOW

PER BEAM

(GPM)

0.5

1.1

0.5

0.5

1.4

1.4

1.4

2.4

0.5

0.5

1.4

1.6

1.6

1.2

1.2

1.6

1.4

1.4

1.4

1.4

1.3

0.5

0.5

1.3

0.5

0.5

0.5

1.6

1.4

1.4

1.4

1.4

1.3

0.5

1.7

1.6

1.6

0.5

0.5

1.6

1.4

1.4

1.4

1.4

1.1

1.4

1.4

1.1

1.4

1.1

1.6

1.6

1.6

CONTROL
VALVE

(GPM)

1.0

3.3

0.5

1.0

1.4

1.4

1.4

4.8

0.5

0.5

4.2

1.6

1.6

1.2

1.2

3.2

1.4

1.4

1.4

1.4

2.6

0.5

0.5

5.2

1.5

0.5

0.5

3.2

1.4

1.4

1.4

1.4

2.6

1.5

6.8

1.6

1.6

0.5

0.5

3.2

1.4

1.4

1.4

1.4

1.1

11.2

1.4

2.2

1.4

1.1

6.4

6.4

6.4

MAX
WPD

(FT)

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

10.0

HEATING COIL PER BEAM
TOTAL

CAPACITY

(BTUH)

3,880

4,989

3,881

3,881

5,304

5,304

5,304

4,444

2,381

2,381

4,375

4,726

4,726

2,381

2,381

4,222

5,304

5,304

5,304

5,377

4,444

2,381

2,381

4,313

4,720

3,881

2,841

4,222

5,304

5,304

5,304

5,304

5,190

3,881

4,770

4,726

4,726

2,381

2,381

4,222

5,304

5,304

5,304

5,304

4,025

4,560

5,304

4,025

5,304

4,025

4,313

4,313

4,313

EWT

(DEGF)

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

120

LWT

(DEGF)

99

96

97

97

94

94

94

97

99

99

97

96

96

103

106

98

94

94

94

94

97

106

106

97

94

97

104

98

94

94

94

94

94

97

94

96

96

106

106

98

94

94

94

94

100

95

93

93

91

93

97

97

97

WATER
FLOW

PER BEAM

(GPM)

0.4

0.4

0.3

0.3

0.4

0.4

0.4

0.4

0.5

0.5

0.4

0.4

0.4

0.3

0.3

0.4

0.4

0.4

0.4

0.4

0.4

0.3

0.3

0.4

0.4

0.3

0.4

0.4

0.4

0.4

0.4

0.4

0.4

0.3

0.4

0.4

0.4

0.3

0.3

0.4

0.4

0.4

0.4

0.4

0.4

0.4

0.4

0.3

0.4

0.3

0.4

0.4

0.4

CONTROL
VALVE

(GPM)

0.7

1.2

0.3

0.7

0.4

0.4

0.4

0.8

0.5

0.5

1.1

0.4

0.4

0.3

0.3

0.8

0.4

0.4

0.4

0.4

0.8

0.3

0.3

1.5

1.1

0.3

0.4

0.8

0.4

0.4

0.4

0.4

0.8

1.0

1.5

0.4

0.4

0.3

0.3

0.8

0.4

0.4

0.4

0.4

0.4

3.0

0.4

0.6

0.4

0.3

1.5

1.5

1.5

BASED ON
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ACB30
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ACB40

ACB40

ACB30

ACB30
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ACB30

ACB30

ACB30
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ACB40

ACB40
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